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UNIT HEATER UNIT HEATER

HEAT-WHEEL JUNCTION BOX

SUPPLY FAN DISCONNECT SWITCH (TYP. 6x)

SUPPLY FAN VFD (TYP. 2x)

RETURN FAN DISCONNECT SWITCH (TYP. 6x)

RETURN FAN VFD (TYP. 2x)

Description

A FRESH AIR PLENUM SECTION

B AIR BLENDER SECTION

C FILTER SECTION

D IFB COIL SECTION

E ACCESS SECTION

F HEAT-WHEEL SECTION

G ACCESS SECTION

H SUPPLY FAN SECTION

I ACCESS SECTION

J UNIT SILENCER SECTION

K ACCESS SECTION

L PRE-COOLING COIL SECTION

M ACCESS SECTION

N ACCESS SECTION

O COOLING COIL SECTION

P ACCESS SECTION

Q HEPA FILTER SECTION

R HUMIDIFIER SECTION

S DISCHARGE AIR PLENUM SECTION

T RETURN AIR PLENUM SECTION

U EXHAUST FAN SECTION

V DISCHARGE AIR PLENUM SECTION

W VESTIBULE SECTION

X VESTIBULE SECTION

Y VESTIBULE SECTION

Z VESTIBULE SECTION

AA VESTIBULE SECTION

Notes :

* -THIS UNIT WILL BE SHIPPED IN 6 MODULE(S)

* -THIS UNIT WILL BE INSTALLED ON STRUCTURAL STEEL.

* -THE CABINET DESIGN PRESSURE IS 14 S.P.

* -UNIT SUPPORTING SURFACE MUST BE LEVELED BEFORE INSTALLATION.

1 23 Jan 2015 ebo REVISED AIRFLOW

2 23 Feb 2015 ebo ELECTRICAL DETAILS ADDED


